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GENERAL SPECIFICATIONS FOR SHIPSPRIVATE 

OF THE UNITED STATES NAVY
DEPARTMENT OF THE NAVY
NAVAL SEA SYSTEMS COMMAND
SECTION 652
MEDICAL AND DENTAL SPACES
652a.  General requirements
   Wherever the term "As specified" appears in lieu of drawing or 

specification number, the Bureau of Medicine and Surgery (BUMED) shall be

contacted to obtain procurement data.

   In spaces with overhead sheathing, the surgical light mounting brackets 

and the regular light fixtures shall be flush mounted.  The overhead relay 

operated lanterns located above operating tables, examination and treatment 

tables and chairs, dental operating chairs, and intensive care beds, shall 

have the wiring and toggle switches.

   Medical and dental electrical equipment shall be protected against line 

power surges.

   Sheathing specified for medical and dental spaces shall be free of 

projections and dust collecting surfaces.

   Spaces shall meet category B noise levels except for patient treatment 

areas which shall be category C noise levels.

   On ships with more than 250 accommodations, a hinged, folding, drop‑down 

type bench, drawing, NAVSHIPS No. 805‑1634565 (modified to eliminate the 

stowage under) shall be provided in passages adjacent to the consultation 

rooms, medical treatment room, medical department office, medical records 

office, flight surgeon's office, surgical dressing room, pharmacy, medical 

laboratory, and dental treatment rooms.

   Requirements for fresh water storage tanks for emergency use in medical 

space, may be found in Sect. 532.  On aircraft carriers, tenders, and ships

designated as casualty receiving and treatment ships (CRTS), tanks shall be

sized to contain 200 gallons.  On other ships, tanks shall contain not 

less than 50 gallons.

   Where bookracks are specified, type A bookracks, drawing, NAVSHIPS No. 

805‑1749061, shall be installed only where they can be fitted directly over 

a desk or table.  Otherwise, type B bookracks shall be provided.

   On CGs, auxiliaries, and smaller ships, countertop sterilizers shall be

installed in a fore-aft orientation.  The sterilizers shall be installed on a

CRES shelf 40 inches above the deck.

   Self contained refrigeration units providing stowage for biological and

pharmaceutical supplies shall have their temperature ranges set at 2 degrees

Centigrade (low) to 15 degrees Centigrade (high).  Where provided, mortuary

refrigeration unit temperature ranges shall be set in accordance with the

commercial vendor's technical specifications.  These refrigeration

units shall be provided with alarm systems.

   Securing devices shall be provided for portable and mobile equipment.  

Securing devices on the deck shall be flush‑mounted.  Mobile equipment shall 

be provided with quick‑release mechanisms at their stowed locations.  

Additionally, securing devices shall be provided on the deck around 

operating and treatment tables to prevent equipment from moving from their 

required position during use.  These devices shall not present trip hazards 

nor leave uncovered depressions that permit accumulation of debris or 

liquids that would enhance bacterial growth.

652b.  Casualty Receiving and Treatment Ships (CRTS).
   CRTS receive personnel casualties by surface or aircraft, provide

stabilizing medical care, and evacuate the casualties for further medical

care.  Amphibious ships are CRTS.  The two types of CRTS, Primary (PCRTS:

LHA, LHD, LPH) and Secondary (SCRTS: all others), are differentiated by the

quantities of casualties capable of being received, the number of augmenting

medical personnel, quantities of medical supplies carried, and the 

respective sizes of their medical spaces.

652c.  General medical equipment requirements
   First aid boxes.‑ First aid boxes, drawing, NAVSHIPS No. S3702‑921917 

shall be provided, in weather protected areas, near each of the following 

spaces:

   Air control

   Anchor handling room

   Bridge

   Cargo holds and magazines

   Manned communication spaces

   Manned electronic control spaces

   Flag control

   Galleys, bakeries, and sculleries

   Messrooms

   Hangars and hangar deck bays

   Laundry and dry cleaning spaces

   Manned engine and fireroom spaces

   Each machine shop, general workshop, or other industrial work center

   Quarterdeck

   Recompression chamber

   The number of first aid boxes required on each ship shall not be less 

than the following: 

   First 1500 accommodations ‑ five boxes per 100

   Next 1500 accommodations ‑ three boxes per 100

   For over 3000 accommodations ‑ two boxes per 100

   After the above spaces have been accommodated, any remaining boxes shall 

be installed in areas where personnel are assigned work stations, near 

flammable storerooms, and in principle passageways.

   Portable medical lockers.‑ Portable medical lockers (PML), drawing, 

NAVSHIPS No. S3702‑921575 shall be provided on each ship with a medical 

department representative.  One PML shall be provided for each 200 

accommodations.  Not less than two lockers are required on any ship.  One

PML shall be located near, but not in, each repair party locker.  

Ships with a helicopter or aircraft capability shall have not less than 

one PML installed in or near each hangar in an easily accessible and 

weather protected area.  After the above listed mandatory spaces have been 

accommodated, any remaining PMLs shall be installed in the designated

medical triage area.  Appropriate brackets, shelves, and lashing shall be

provided for each PML to prevent movement.

   Stretchers/litters.‑ Stokes litters with appropriate stowage brackets 

shall be stowed in weather protected areas.  The number of Stokes litters

shall be provided as follows:

   For first 3000 accommodations, there shall be 1.5 litters per 100 

accommodations (minimum of seven), to include the following mandatory 

locations:

   Battle dressing station ‑ one

   Each messing space ‑ one

   Flight deck and helicopter deck, Stokes type ‑ one; sea‑air rescue 

   type ‑ one

   Transfer at sea station - one Stokes type rigged in accordance with 

   NWP‑14.

   For more than 3000 accommodations, there shall be one Stokes 

type litter per 100 accommodations.  Any quantity of litters in excess of 

the required locations shall be installed along passages used by damage 

control parties.

   One sea‑air rescue litter with trail line assembly shall be stowed in the aviation workshop or VERTREP locker.

   Pole‑type litters shall be provided on aircraft carriers, tenders, and

CRTS.  Pole litters on CRTS shall be provided with two litter supports per

litter.  Stowage brackets shall be provided in casualty reception and triage

areas.  No more than 50 percent of total authorized shall be stowed in

storeroom spaces.  The total required shall be one for each authorized

patient bed plus triage requirements.

   Semi‑rigid litters (Neil‑Robertson) or litter‑splint, extraction

(Miller‑Roberts) shall be provided.  One litter, with stowage brackets, 

shall be installed near the uppermost exit of each escape trunk with 

vertical ladders.

   Gun bags.‑ These first aid kits are considered sufficient for twelve

persons.  Stowage brackets and hooks shall be provided as follows:

   Repair party locker (for stretcher bearers) ‑ one per stretcher party

   Battle stations where 12 or more persons are concentrated or station 

   is remote from a bulkhead mounted first aid box ‑ number as required

   Poison antidote locker.‑ A poison antidote locker, drawing, NAVSHIPS No. 

S3702‑921917 shall be provided on ships having a medical department

representative.  This locker shall be fitted with a metal label plate with

red letters at least 1/4 inch high and inscribed as follows:

                                WARNING
                        POISON ANTIDOTE LOCKER
The locker shall be located in the medical treatment or surgical dressing 

room on ships in which the medical spaces are manned 24 hours a day.  On 

smaller ships in which the medical spaces are not manned continuously, the 

locker shall be installed in a prominent, unlocked and easily accessible 

location adjacent to the main sickbay reception area.

   Cylinder, oxygen, size D (RR‑C‑901/3): Two cylinders, with stowage

brackets, shall be installed near the head of the operating and treatment

tables in each battle dressing station, medical treatment room, surgical

dressing room, aviation examining room, and eye, ear, nose and throat (EENT)

treatment room.  One cylinder, with stowage bracket, shall be installed in

the casualty receiving/triage area for each allotted litter location.  Since

these cylinders are transported with the litter patient to the medical 

treatment spaces, stowage brackets near the heads of the litter locations 

are not required.

   Cylinder, oxygen, size H (RR-C-901/3): When a piped-in oxygen system is 

not installed, the following shall apply: One cylinder shall be installed

in each battle dressing station, medical treatment room, surgical dressing

room, aviation examining room, EENT treatment room, and operating room.  

One cylinder shall be installed at the head of each intensive care and

recovery room bed, for every two ward beds or every four ward berths.  One

cylinder shall be installed for every two litter spaces in the casualty

collection (triage) area.  The cylinders shall be arranged around the 

spaces's periphery.  The cylinder mounting and stowage brackets shall be

installed in the designated locations in accordance with drawing, NAVSEA 

No. 803-5184287.

652d.  Medical beds and berths
   The total number of hospital berths required shall be computed on 

the number of total accommodations and the ship's mission:

   CRTS and tenders shall be computed at a minimum of 2 percent of total

accommodations.

   Aircraft carriers shall be computed at a minimum of 1.5 percent of 

total accommodations.

   Other ships shall be computed at a minimum of 1 percent of total 

accommodations.

   Not less than two hospital berths shall be provided on ships with a 

medical representative attached.

   Intensive care and postoperative recovery beds.‑ PCRTS and aircraft 

carriers shall have three single adjustable hospital beds with gatch 

fittings for each medical operating room.  Other ships shall have two of 

these beds for each operating room.  These beds shall be located within a

postoperative recovery and intensive care ward or arranged in close 

proximity to each other in the Primary medical ward.

   Fifty percent of the intensive care and postoperative recovery beds shall 

be provided with orthopedic bed frames.

   Orthopedic turning frame beds shall be provided only on CRTS at a ratio 

of one of these beds for every three medical operating rooms or portion

thereof.

   Quiet and isolation rooms.‑ Quiet and isolation rooms shall be provided 

with hospital berths, drawing, NAVSHIPS No. 805‑1641006.  The total number of 

quiet room berths shall not be greater than ten percent of the total number 

of medical beds.  The number of quiet rooms and berths required shall be 

computed using the following table:

           Accommodations   Quiet Rooms   Berths per Room
           ‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑
              500‑999           1                2

             1000‑1499          1                4

             1500‑2999          2                4

             3000‑5999          3                4

             over 6000          4                4

           ‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑
   Medical wards.‑ Ward berths shall be in accordance with drawing, NAVSHIPS 

No. 805‑1641006.  Ships with medical personnel assigned shall be provided 

with not less than two ward berths.  On PCRTS, 65 percent of the total 

medical beds shall be ward berths.  On other ships it shall be 80 percent.

   Casualty overflow berths.‑ The number of troop berths convertible to 

casualty overflow berths in CRTS shall be provided at a ratio 

of 90 berths per operating room.  Casualty overflow berths shall be the two 

berths nearest the deck in a single tier berthing module.

652e.  Shock
   Overhead surgical lights shall meet grade A shock.

   Administrative type furniture, such as desks, chairs, and filing cabinets 

in the apparatus room, medical treatment room, operating room, pharmacy, 

sterilizing room, surgical dressing room, main and auxiliary battle dressing 

stations, and dental operating rooms shall meet grade B shock.

   Furniture and equipment in medical and dental spaces not listed above 

shall meet grade C shock.

652f.  Submarines
   Submarine requirements shall be as specified.

652g.  Medical Spaces Equipment Requirements
   Medical spaces equipment shall be provided in accordance with Table I.

                                        Table I
‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑

      Item                             Drawing or
                                       Spec. No.             Qty
‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑
AVIATION EXAMINING ROOM (Notes 1)
Apparatus, anesthesia, gas, portable   As specified           1

Apparatus, EKG, portable, electric     As specified           1

Apparatus, electrosurgical, mobile     As specified           1

Apparatus, ENT operating, electric,    As specified           1

 mobile

Apparatus, hypo‑hyperthermia,          As specified           1

 electric, mobile

Apparatus, suction and pressure,       As specified           1

 surgical, electric, mobile

Audiometer, portable, electric         As specified           1

Bookrack                               As specified in        1

                                        this section

Booth, audiometric, one man, double    As specified           1

 walled with floor, electric

Cabinet, filing, type II               805‑1638844            1

Cabinet, trial lenses and              As specified           1

 instruments, with drawers, mobile

Cart, anesthesia, drug, CRES, mobile   As specified           1

Chair, examining and treatment,        As specified           1

 surgical, motorized, electric,

 deck mounted

                                        Table I
‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑

      Item                             Drawing or
                                       Spec. No.             Qty
‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑
Chair, type I, class 1, style A        AA‑C‑275               1

Chair, type I, class I, style B        AA‑C‑275               1

Defibrillator, portable, electric      As specified           1

Desk, log, with drawer                 S3209‑633953           1

Dispenser, paper towel, type 445       WW‑P‑541               1

Dispenser, surgical detergent,         As specified           1

 foot operated

Illuminator, X‑ray film, four‑section, As specified           1

 bulkhead mounted

Lantern, Farnsworth, portable,         As specified           1

 electric

Lantern, relay, overhead mounted,      As specified in        4

 toggle switch                          this section

                                        and Sect. 332

Lensometer, portable, electric         As specified           1

Light, slit, ophthalmological,         As specified           1

 with aplantation tonometer

Light, surgical, ceiling suspension,   As specified           2

 double lighthead (note 2)

Light, surgical, ceiling suspension,   As specified           1

 single lighthead (note 3)

Locker, instrument and dressing,       S3702‑420714           1

 type A, B, or C as space permits

Monitor, vital signs, portable,        As specified           1

 electric

Phoropter unit, with foot‑operated     As specified           1

 chair,  electric, deck‑mounted 

 (note 4)

Projector, ophthalmological, acuity    As specified           1

 test, portable, electric (note 4)

Receptacle, electric, for portable     See Sect. 320          1

 X-ray apparatus

Scale, person, weight, height,         As specified           1

 portable

Screen, projection, visual acuity      As specified           1

 test, 18 sq. in., bulkhead

 mounted  (note 4)

Sink, surgeon scrub, CRES, bucket      As specified           1

 fill tap

Stereoscope, armed forces vision       As specified           1

 tester, portable, electric

 (note 4)

Sterilizer, portable, countertop,      As specified           1

 electric, with CRES shelf

Stool, revolving, adjustable,          As specified           1

 mobile

Stool, revolving, surgical,            AA‑S‑696               1

 portable

Table, operating, hospital, X‑ray      As specified           1

 penetrable, with two arm boards and

 anesthesia screens, deck mounted

Table, surgical instrument, CRES,      As specified        As reqd

 mobile

Warmer, plastic spectacle frame,       As specified           1

 portable, electric

Notes:
   1.  Required on CV, CVN, LHA, LHD, and LPH.  This space is convertible

       to an operating room.

   2.  Overhead mounted above operating table.

   3.  Overhead mounted above motorized exam chair.

   4.  Required only if separate eye lane is not provided.

                                        Table I
‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑

      Item                             Drawing or
                                       Spec. No.             Qty
‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑
BATTLE DRESSING STATION (BDS)(Notes 1-7)
Cabinet, locker, type A                S3702‑860177           1

Dispenser, paper towel, type 445       WW‑P‑541               1

Dispenser, surgical detergent,         As specified           1

 foot operated

Lantern, relay, overhead mounted       As specified in        4

 with toggle switch                     this section

                                        and Sect. 332

Light, surgical, ceiling, pendant‑     As specified           1

 type suspension, single lighthead

Locker, BDS, aluminum                  805‑1648663            1

Sink, surgical scrub, CRES, with       As specified           1

 instrument trays, knee operated,

 with bucket fill tap

Stand, surgical instrument, Mayo,      As specified           2

 mobile

Sterilizer, surgical instrument        As specified           1

 & dressing, counter‑top, electric,

 with CRES shelf

Suction apparatus, portable,           As specified           1

 electric

Support, I.V. equipment, overhead      As specified           2

 mounted

Table, operating and dressing,         As specified           1

 folding, field, deck mounted

 (note 8)

Table, surgical instrument and         As specified           1

 dressing, CRES, mobile

Tank, fresh water, gravity, with       As specified in        1

 level indicator                        this section

                                        and Sect. 532

Notes:
   1.  Ships without medical personnel assigned do not require BDSs.

   2.  Small ships (ATF, ATS, ARS, ASR, MCM, MHC, MSO) require one BDS.  The

       primary medical spaces on these small ships shall also serve as their

       BDS.

   3.  Ships larger than those mentioned in Note 2 and with less 

       than 500 accommodations, shall be provided with one BDS in addition to 

       the primary medical spaces.

   4.  Ships with 500 to 2000 accommodations require two BDSs in addition to

       their primary medical spaces.

   5.  Additional BDSs shall be provided at the rate of one BDS per 1000

       accommodations in ships with 2000 or more accommodations.

   6.  A BDS shall be provided in the immediate vicinity of the casualty

       reception area and well deck on CRTS.

   7.  A BDS shall be provided within the island structure with easy access

       to the flight decks of CV, CVN, LHA, LHD, and LPH ships.

   8.  Table legs shall be secured to the deck in the open position in

       accordance with drawing, NAVSHIPS No. S3702-518654.

BIO‑MEDICAL EQUIPMENT REPAIR WORKSHOP (Note 1)
Bookcase, sectional, 4 high            S3209‑636616           1

Bookrack                               As specified in        1

                                        this section

Cabinet, file, type II                 805‑1638844            1

Cabinet, modular drawer stowage        See Sect. 670       As reqd

 cabinet with bin above

                                        Table I
‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑

      Item                             Drawing or
                                       Spec. No.             Qty
‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑
Chair, type I, class 1, style B        AA‑C‑275               1

Desk, single pedestal                  805‑921997             1

Eye/face wash                          See Sect. 644          1

Oscilloscope, dual trace, portable,    As specified           1

 battery-operated

Receptacle, electric, for              See Sect. 320          1

 portable X-ray apparatus

Status board                           As specified           1

Stool, type V                          805‑1627547            1

Workbench, electrical, 72" long,       810‑1385763            1

 consisting of 3 "D" tables, 2         and Sect. 665

 "A" tables and 1 "C" table with

 electrical shock protection

Note:
   1.  Required on CV, CVN, LHA, and LHD.

BLOOD BANK (Note 1)
Centrifuge, microhematocrit, lab,      As specified           1

 portable

Centrifuge, refrigerated, deck         As specified           1

 mounted, electric

Centrifuge, small, lab, portable,      As specified           2

 electric

Counter, with cabinet assembly under,  As specified           1

 with built-in sink

Dispenser, paper towel, type 445       WW-P-541               1

Dispenser, surgical detergent,         As specified           1

 foot operated

Incubator, dry‑heat, portable,         As specified        As reqd

 electric

Microscope, binocular, portable,       As specified           1

 with light, electric

Plasma extractor, portable             As specified           1

Refrigerator, mechanical blood         As specified        As reqd

 bank with high and low temperature,    and Sect.

 and loss of power alarm, remote        436 and 516

 and local alarm

Rotator, platelet, 6 r/min,            As specified           1

 portable, electric

Sealing machine, portable, electric    As specified           1

Stool, type V                          805-1627547            1

Timer, 30 procedure, electric,         As specified           1

 portable

Note:
   1.  Required on CV, CVN, and PCRTS.

BLOOD BANK, FROZEN (Note 1)
Centrifuge, refrigerated, deck         As specified           1

 mounted, electric

Clamp, lab, utility, portable          As specified           1

Counter, with cabinet assembly under,  As specified           1

 with built-in sink

Freezer, mechanical, blood plasma,     As specified        As reqd

 500 unit capacity, chest type, with    and Sect.

 high and low temperature and loss of   436 and 516

 power alarm, local and remote alarm

Plasma extractor, portable             As specified           1

Pump, circulation, portable,           As specified           1

                                        Table I
‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑

      Item                             Drawing or
                                       Spec. No.             Qty
‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑
 3 gal/min, electric

Resuscitation fluid production         As specified           1

 system, deck mounted, electric

Sealing machine, portable, electric    As specified           2

Stool, type V                          805-1627547            1

Washer, blood cell, portable,          As specified        As reqd

 electric

Water bath, electric, 30 gal           As specified           1

 capacity, portable, electric

Note:
   1.  Required on LHA and LHD.

CAST ROOM (Notes 1 and 2)
Cabinet, medical supply, bulkhead      805‑1639424         As reqd

 mounted

Dispenser, paper towel, type 445       WW-P-541               l

Dispenser, surgical detergent,         As specified           1

 foot operated

Illuminator, X‑ray film, single        GG‑I‑446               2

 view, bulkhead mounted

Illuminator, X‑ray film, spotlamp,     As specified           1

 portable, electric

Locker, medical utility                S3702‑420713           1

Sink, plaster, with trap and           As specified           1

 bucket fill tap

Stool, type V                          805‑1627547            1

Table, casting, CRES                   As specified           1

Notes:
   1.  Required on AD, AS, CV, CVN, and PCRTS.

   2.  Separate space not required if combined with a physiotherapy and cast 

       room.

CASUALTY COLLECTING (TRIAGE) AREA (Note 1)
Cabinet, medical supply, bulkhead      805‑1639424         As reqd

 mounted

Cabinet, storage, aluminum, deck       805‑1629991            1

 mounted

Defibrillator, portable, electric      As specified           1

Desk, charting with seat               As specified           1

Dispenser, paper towel, type 445       WW‑P‑541               1

Dispenser, surgical detergent,         As specified           1

 foot‑operated

Hose reel, retractable with spray      As specified        1 per 5

 nozzle, connected to potable water                         litters

 supply, located in overhead

Illuminator, X‑ray, 4 section,         As specified           1

 bulkhead mounted

Locker, medical utility, deck          S3702‑420713        As reqd

 mounted

Monitor, temperature, portable         As specified        1 per 5

                                                            litters

Receptacle, electric, for portable     See Sect. 320          1

 X-ray apparatus

Refrigerator, type I, style I,         See Sect. 436          1

 size 10 with high and low              and 516

 temperature (34(F‑44(F) and

 loss of power alarm, remote and

 local alarm

Sink, surgical, CRES, knee             As specified        1 per 10

                                        Table I
‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑

      Item                             Drawing or
                                       Spec. No.             Qty
‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑
 operated, with bucket fill tap                             litters 

Suction and pressure apparatus,        As specified        1 per 2

 surgical, portable, electric                               litters

Support, I.V. equipment, overhead      As specified      1 per litter

 mounted

X‑ray apparatus, mobile, 50 mA,        As specified           1

 electric, 35 amp

Note:
   1.  CRTS shall be provided with a space for collection and triage of

       casualties with easy access to the medical spaces.  Space shall be

       provided for five pole litters per operating room, but not less than

       ten litters per CRTS.

CONSULTATION ROOM (Note 1)
Bookcase, sectional 4 section          S3209-636616           1

Bookrack, type A                       805-1749061            1

Cabinet, file, type II                 805-1638844            1

Cabinet, medicine                      805-1637355            1

Chair, type I, class 1, style A        AA-C-275               1

Chair, type I, class l, style B        AA-C-275               1

Deck, flat top, single pedestal        805-2224391            1

Dispenser, paper towel, type 445       WW-P-541               1

Dispenser, surgical detergent,         As specified           1

 foot operated

Illuminator, X-ray film, single        GG-I-446               1

 view, bulkhead mounted

Light, minor surgery, floor            As specified           1

 standing, portable, electric

Sink, with hot and cold potable        MIL-S-2041             1

 water

Table, examining and treatment,        As specified           1

 cabinet type (notes 2 and 3)

Notes:
   1.  One consultation room shall be provided for each medical officer and

       physician assistant permanently assigned.

   2.  The exam table shall be installed so that personnel access is provided 

       around four sides.

   3.  On ships with women assigned, the examining table shall be equipped

       for gynecological exams.

DIET PANTRY (Note 1)
Cart, food tray, delivery, mobile      As specified       1 per 200

 (note 2)                                                  beds

Counter, with service sink, storage    As specified           1

 under

Dispenser, paper towel, type 445       WW‑P‑541               1

Dispenser, soap, type III              FF‑D‑396               1

Dresser, diet kitchen, type C with     S3762‑420711           1

 hot plate

Food tray, invalid                     As specified      1 per berth

Locker, food tray                      As specified        As reqd

Oven, microwave, counter‑top,          S‑O‑1425               1

 electric

Refrigerator/freezer, type III,        See Sect. 516          1

 size 15, style 1

Stand, coffee urn, CRES                As specified           1

Toaster, pop‑up                        W‑T‑550                1

Urn, coffee (single), type 1,          MIL‑U‑43263            1

                                        Table I
‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑

      Item                             Drawing or
                                       Spec. No.             Qty
‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑
 style 3

Notes:
   1.  Required on CV, CVN, AD, AS, and PCRTS only.

   2.  Required on PCRTS only.

EYE, EAR, NOSE, AND THROAT (EENT) TREATMENT ROOM (Note 1)
Apparatus, EKG, portable, electric     As specified           1

Apparatus, electrosurgical, mobile     As specified           1

Apparatus, ENT operating, mobile,      As specified           1

 electric

Audiometer, portable, electric         As specified           1

Bookrack                               As specified in        1

                                        this section

Booth, audiometric, one-man, double    As specified           1

 walled with floor

Cabinet, filing, type II               805‑1638844            1

Cabinet, trial lenses and              As specified           1

 instruments, with drawers

Chair, examining and treatment,        As specified           1

 surgical, motorized, electric,

 deck mounted

Chair, type I, class I, style A        AA‑C‑275               1

Chair, type I, class I, style B        AA‑C‑275               1

Desk, log, with drawer                 S3209‑633953           1

Dispenser, paper towel, type 445       WW‑P‑541               1

Dispenser, surgical detergent,         See Sect. 644          1

 foot operated

Illuminator, X‑ray film, four          As specified           1

 section, bulkhead mounted

Lantern, Farnsworth, portable,         As specified           1

 electric

Lantern, relay, overhead mounted,      As specified in        4

 toggle switch                          this section

                                        and Sect. 332

Lensometer, portable, electric         As specified           1

Light, slit, ophthalmological, with    As specified           1

 applantation 

tonometer, electric

Light, surgical, ceiling suspension,   As specified           2

 double lighthead (Note 2)

Light, surgical, ceiling suspension,   As specified           1

 single lighthead (Note 3)

Locker, instrument and dressing,       S3702‑420714           1

 type A, B, or C, space permitting

Phoropter unit, with foot operated     As specified           1

 chair deck mounted, electric (note 4)

Projector, ophthalmological, acuity    As specified           1

 test, portable, electric (note 4)

Receptacle, electric, for portable     See Sect. 320          1

 X-ray apparatus

Screen, projection, visual acuity      As specified           1

 test, 18 inches square, bulkhead

 mounted (note 4)

Sink, surgical scrub, knee operated,   As specified           1

 CRES

Stereoscope, armed forces vision       As specified           1

 tester, portable, electric (note 4)

Sterilizer, portable, countertop,      As specified           1

 electric

Stool, revolving, adjustable           As specified           1
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‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑

      Item                             Drawing or
                                       Spec. No.             Qty
‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑
 (note 4)

Stool, revolving, surgical             AA‑S‑696               1

Table, operating, hospital, X‑ray      As specified           1

 penetrable, with two arm boards and

 anesthesia screens, deck mounted

Table, surgical instrument, CRES,      As specified        As reqd

 mobile

Warmer, plastic spectacle frame,       As specified           1

 portable, electric

Notes:
   1.  Required on ships with more than 1300 accommodations unless

       provided with an aviation examining room.

   2.  Mount above operating table.

   3.  Mount above examining chair.

   4.  Required only if separate eye lane not provided.

EYE EXAMINING RANGE ROOM (EYE LANE) (Note 1) 

Chair, type I, class I, style B        AA‑C‑275               1

Phoropter unit, with foot operated     As specified           1

 chair, electric, deck mounted

Projector, ophthalmological, acuity    As specified           1

 test, portable, electric

Screen, projection, visual acuity      As specified           1

 test, 18 inches square, bulkhead

 mounted

Stereoscope, Armed Forces Vision       As specified           1

 tester, electric, portable

Stool, revolving, adjustable           As specified           1

Note:
   1.  Required if eye examinations cannot be conducted in the aviation

       examining room or EENT treatment room.

GOWNING ROOM (Note 1)
Dispenser, paper towel, type 445       WW‑P‑541               1

Lavatory unit                          804‑1623970            1

Locker, 

clothes, Type D (note 2)               805‑1626365        1 per OR

Shower                                 See Sect. 644          1

Receptacle, waste                      MIL‑R‑2726/66          1

Water closet                           See Sect. 644          1

Notes:
   1.  Required in CRT ships only.

   2.  This locker unit contains six small lockers.  One locker unit

       shall be provided for each operating room.

LABORATORY, BACTERIOLOGICAL AND CLINICAL (Note 1)
Analyzer, clinical chemistry,          As specified           1

 capable of: chloridometer,

 flameless photometer, and 

 spectrophotometer diagnostic

 tests, countertop, electric

Analyzer, pH blood gas, countertop,    As specified           1

 electric

Balance, trip, portable                As specified           1

Bookrack                               As specified in        1

                                        this section
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‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑

      Item                             Drawing or
                                       Spec. No.             Qty
‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑
Cabinet, bacteriological and           805‑1641530 or         1

 laboratory  (note 2)                  805‑1641531, or

                                        both, as space

                                        permits

Cabinet, form                          805‑1749005            1

Centrifuge, lab, small, portable,      As specified           1

 electric

Chair, type I, class 1, style B        AA‑C‑275               1

Counter, blood cell, countertop,       As specified           1

 electric

Cylinder, carbon dioxide, size D,      RR‑C‑901/3             2

 (for CO2 incubator and blood gas

  analyzer), bulkhead mounted

Desk, log, with drawer                 S3209‑633953           1

Dispenser, paper towel, type 445       WW-P-541               1

Dispenser, surgical detergent,         As specified           1

 foot operated

Incubator, bacteriological, cabinet    As specified           1

 type, electric

Incubator, carbon dioxide,             As specified           1

 countertop, electric

Microscope, binocular, with light,     As specified           1

 portable, electric

Power supply, for centrifuge,          As specified           1

 portable, electric

Refrigerator, type I, style I,         See Sect. 436          1

 Size 10, with high and low             and 516

 temperature and loss of power

 alarm, local and remote alarm

Refrigerator, mechanical, blood bank,  As specified           1

 with high and low temperature and      and Sect.

 loss of power alarm, remote and        436 and 516

 local alarm (note 3)

Rotator, laboratory, portable,         As specified           1

 electric

Shaking machine lab, portable,         As specified           1

 electric

Stirrer, hotplate, lab, portable,      As specified           1

 electric

Stool, type V                          805‑1627547            1

Vortex mixer, lab, portable,           As specified           1

 electric

Washer, pipet, automatic               As specified           1

Water bath, electrical,                As specified           1

 serological, portable, countertop

Note:
   1.  On ships with laboratory technicians assigned.

   2.  Less gas petcock from cabinet drawing.

   3.  500 blood unit capacity for SCRTS only.

MEDICAL APPARATUS ROOM
   The medical apparatus room provides space to contain the body of the

medical sterilizers specified in the medical sterilizing room.

MEDICAL LINEN ISSUE ROOM
   Required on ships with 20 or more total medical beds and berths.  Fit 

with shelves to suit space.  Shelves shall be 14 inches deep with 18 inches 

between shelves.  Linen stowage requirements shall be based upon 0.5 cubic

feet per bed.  Multiple medical linen issue rooms may be required to stow 

the large quantities of medical linen carried on CVs, CVNs and CRTS.
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‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑

      Item                             Drawing or
                                       Spec. No.             Qty
‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑
MEDICAL STERILIZING ROOM (Note 1)
Cabinet, bacteriological, lab          805‑1641530            1

 style, less gas petcock

Dispenser, paper towel, type 445       WW-P-541               1

Dispenser, surgical detergent,         As specified           1

 foot operated

Locker, clothes, Type A                805‑1626365            1

Sink, service                          MIL‑S‑2143             1

Sterilizer, surgical dressing,         As specified           1

 pressure, deck mounted, with

 servo‑controller, electric (note 2)

Ultrasonic cleaner, electric           As specified           1

 (note 3)

Washer‑sterilizer, deck mounted,       As specified           1

 electric (note 4)

Notes:
   1.  If the medical sterilizing room is contiguous to the dental spaces, a 

       separate dental sterilizing room is not required.  The requirements 

       of the dental sterilizing room listed in Table II of this section shall

       be included for this situation.

   2.  Sterilizers shall be equipped with steam generators.  If ship's

       service steam is available, service steam lines shall be connected to

       the sterilizers; the steam generators serve as a secondary steam

       source.  CV, CVN, and PCRTS require not less than two sterilizers.

   3.  PCRTS require floor model type; other ships use countertop model 

       type.

   4.  On PCRTS only.

MEDICAL TREATMENT ROOM (Note 1)
Berth, hospital, with ladder           805‑1641006         As reqd

 (note 2)

Bookrack                               As specified in        1

                                        this section

Cabinet, bacteriological 

              805‑1641530 or         1

 laboratory, size to fit, less gas     805‑1641531

 petcock

Cabinet, filing, four-drawer, type I   805‑1638844            1

Cabinet, medical with narcotics        805‑1637355?

 locker

Centrifuge, lab, small, portable,      As specified           1

 electric (note 3)

Chair, type I, class I, style B        AA‑C‑275               1

Desk, typewriter, single pedestal      805‑2224393            1

Dispenser, paper towel, type 445       WW‑P‑541               1

Dispenser, surgical detergent,         As specified           1

 foot operated

Lantern, relay, overhead mounted       As specified in        4

 with relay and toggle switch           this section

                                        and Sect. 332

Light, surgical, ceiling, single       As specified           1

 lighthead

Microscope, binocular, with light,     As specified           1

 portable, electric (note 3)

Power supply, for centrifuge,          As specified           1

 portable, electric (note 3)

Refrigerator, electric, type III,      See Sect. 436          1
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      Item                             Drawing or
                                       Spec. No.             Qty
‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑
 style I, size 10, with high and        and 516

 low temperature and loss of power

 alarm, local and remote alarm

Sink, surgeon scrub, CRES, knee‑       As specified           1

 operated water control and bucket

 fill tap

Sterilizer, surgical instrument,       As specified           1

 countertop, electric, with CRES

 shelf

Stool, type V                          805-1627547            1

Table, examining and treatment,        As specified           1

 steel enameled, cabinet type

 (note 4)

Tank, fresh water, stowage             As specified in        1

                                        this section

                                        and Sect. 532

Tray, food, invalid (note 2)           S3701‑921632        As reqd

Notes:
   1.  Required on ships with 500 or less accommodations.

   2.  Required when separate ward not provided.

   3.  Required when separate laboratory space not provided.

   4.  On ships with women assigned, examining table shall be equipped for

       gynecological exams.

MEDICAL UTILITY ROOM (Note 1)
Bag, canvas                            S3702‑917511           2

Dispenser, paper towel, type 445       WW‑P‑541               1

Dispenser, surgical detergent,         As specified           1

 foot operated

Hamper, soiled linen                   S3702‑917511           1

Locker, cleaning gear                  S3605‑630718           1

Locker, medical utility                S3702‑420713           1

Rack, utensil                          RR‑R‑15                1

Sink, service                          MIL‑S‑2143             1

Washer, sanitizer, bedpan and          GG‑W‑101               1

 urinal combination

Note:
   1.  Ships with ten or more ward beds and berths require a medical utility

       room.  Ships with less than ten ward beds and berths shall have the

       above listed equipment provided in the ward WR, WC, and SH.

MEDICAL X‑RAY DARKROOM (Note 1)
Cabinet, X‑ray darkroom types A,       S3702‑499944         1 each

 B, and C

Cabinet, X‑ray film storage            805‑1648392            1

Counter, with cabinet assembly under,  As specified           1

 with built in sink

Dispenser, paper towel, type 445       WW-P-541               1

Dispenser, soap, type III              FF-D-396               1

Illuminator, X‑ray film, single        GG‑I‑446               1

 unit, electric, bulkhead mounted

Machine, X‑ray processing              As specified           1

 automatic, electric, with silver

 recovery unit (notes 2 and 3)

Rack, X‑ray                            GG‑R‑25                2

Safelight, X‑ray darkroom,             As specified        As reqd

 photographic, electric

Sink, service                          MIL‑S‑2143             1

Stool, type V                          805‑1627547            1
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Notes:
   1.  Required on ships with X‑ray apparatus.

   2.  On PCRTS, provide additional processor.

   3.  Ships with installed 300mA radiographic systems shall be fitted with

       floor model, 90 second film developing time automatic film

       processors.  Other ships shall have portable countertop automatic 

       film processors.

MEDICAL X‑RAY EXPOSURE ROOM (Note 1)
Cabinet, cassette transfer             MIL‑C‑36373            1

Cabinet, file, X‑ray, film stowage     805‑1648392            1

Illuminator, X‑ray film, single        GG‑I‑446               1

 unit, electric

Stool, type V                          805‑1627547            1

X‑ray apparatus, with table and        As specified           1

 chest film holders, console,

 generator, transformer, 300mA,

 electric

Note:
   1.  One room required for every three operating rooms.  CRTS shall have

       not less than one room.

MORGUE (Note 1)
Refrigerator, mortuary, with high      As specified        As reqd

 and low temperature (1(C‑8(C),         and Sect.

 and loss of power alarm, remote        436 and 516

 and local alarm

Note:
   1.  Required on CRTS only.  Refrigerator size shall be based on two 

percent of the total medical beds, including casualty overflow berths.

OPERATING ROOM (Note 1)
Apparatus, anesthesia, gas, portable   As specified           1

Apparatus, electrosurgical, mobile     As specified           1

Apparatus, hypo‑hyperthermia,          As specified           1

 mobile, electric

Apparatus, suction and pressure,       GG‑S‑795               1

 surgical, mobile, electric

Basin, solution                        RR‑B‑120               2

Cabinet and locker, type B, (built‑    S3702‑860177           1

 in; recessed or furred to overhead)

Cart, anesthesia, drug, CRES, mobile   As specified           1

Defibrillator, portable, electric      As specified           1

Illuminator, X‑ray, four section       As specified           1

Lantern, relay, overhead mounted,      As specified in        8

 toggle switch                          this section

                                        and Sect. 332

Light, surgical, ceiling, pendant‑     As specified           2

 type suspension, double lighthead

Locker, narcotics with warning light   As specified           1

Monitor, vital signs, portable,        As specified           1

 electric

Receptacle, electric, for portable     See Sect. 320          1

 X-ray apparatus

Stand, ring, solution basin, mobile    810‑2145804            1

Stand, surgical instrument, Mayo,      AA‑T‑55                2

 mobile
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Stool, revolving surgeon               AA‑S‑696               1

Support, I.V. equipment, overhead      As specified           2

 mounted

Suspension, urological flask,          As specified           1

 overhead mounted

Table, operating, hospital, X‑ray      As specified           1

 penetrable with two armboards and

 anesthesia screens, deck mounted

Table, surgical instrument and         As specified           1

 dressing, CRES, mobile

Note:
   1.  One operating room shall be provided on each ship with 600

       accommodations.  One additional operating room shall be provided on

       CRTS for each additional 600 accommodations.  Surgical dressing rooms

       and aviation examining rooms shall be outfitted as equivalent

       operating rooms.

PHARMACY
Bin, shelving                          804‑4563098         As reqd

Bookrack, type A                       As specified in        1

                                        this section

Cabinet, drug, with shelving as        805‑1646970            1

 required

Cabinet, file, 2 drawer                805‑1638844            1

Cabinet, medical supply                805‑1639424         As reqd

Chair, type I, class I, style B        AA‑C‑275               1

Demineralizer, bulkhead mounted        As specified           1

 (note 1)

Desk, typewriter, single pedestal      805‑2224393            1

Dispenser, paper towel, type 445       WW‑P‑541               1

Dispenser, surgical detergent,         As specified           1

 foot‑operated

Dresser, pharmacy, modified            S3702‑420712           1

 to requirement

Locker, safe, type No. 3 (for          S3209‑860209        As reqd

 narcotics stowage)

Refrigerator/freezer, type III,        See Sect. 436          1

 size 15, style I, with high and        and 516

 low temperature and loss of power

 alarm, local and remote alarm

Resuscitation fluid production unit,   As specified           1

 electric, deck mounted (note 2)

Stool, type V                          805‑1627547            1

Notes:
   1.  Not required if resuscitation fluid production unit installed.

   2.  On CV, CVN, LHA, LHD, and LPH.

PHYSIOTHERAPY ROOM (Note 1, 2, 3, and 4)
Bath, whirlpool, arm, pedestal         As specified           1

 mounted, electric

Bath, whirlpool, leg, deck mounted,    As specified           1

 electric, with bulkhead mounted

 hose water spray device

Bathtub, CRES, external length         805‑2217412            1

 7 feet 6 inches

Bookrack                               As specified in        1

                                        this section

Counter, with cabinet assembly under   As specified           1
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Curtain, privacy, overhead track       MIL-C-24500          As reqd

 mounted (note 4)

Dispenser, paper towel, type 445       WW‑P‑541               1

Dispenser, soap, type III              FF-D-396               1

Light, infrared, physiotherapeutic,    As specified           1

 electric

Sink, service                          MIL-S-2134             1

Table, physiotherapy                   As specified           1

Note:
   1.  Required on AD, AS, CV, CVN, and PCRTS.

   2.  Separate space not required if combined with a physiotherapy and cast

       room.

   3.  Ships with ten or more ward berths but without a physiotherapy room,

       shall be provided with a let whirlpool bath in the ward WR, WC, & SH.

   4.  On ships with women assigned, privacy curtains shall be provided 

       around the leg whirlpool bath and bathtub.

QUIET ROOM AND ISOLATION ROOM (Notes 1 and 2)
Berth, hospital, with ladder           805‑1641006       As required

Call system, patient                   See Sect. 437     1 each bed

Locker, clothes, Type D                805‑1626365       1 each bed

Locker, hospital berth                 805‑2224397       1 each bed

Notes:
   1.  A quiet room bath shall be provided immediately adjacent to quiet

       rooms.

   2.  On ships with women assigned, quiet rooms may be used as female 

wards.

DECOMPRESSION CHAMBER
Locker, portable medical, marked       S3702‑921575           1

 "Recompression Chamber Medical

 Supplies".

SCRUB ROOM (Notes 1 and 2)
   The following table lists the minimum requirements to support one 

operating room:

Autoclave, flash, surgical             As specified        As reqd

 instrument with steam generator,

 16 x 16 x 26 chamber, 440V, 60Hz,

 3 phase, 32 amp, with controller

 unit 120V, 60Hz, 1 phase with

 booster pump 120V, 60Hz,

 1 phase (note 3)

Dispenser, surgical detergent,         As specified           2

 foot operated

Locker, stowage                        MIL‑F‑243              2

Shelf, CRES, running continuously      As specified           1

 above the scrub sinks

Sink, surgeon scrub, CRES, with        As specified           2

 knee‑operated controls

Notes:
   1.  Required on ships having operating rooms.  Multiple scrub stations

       may be provided within one scrub room if there is direct access to

       more than one operating room from the scrub room.  The scrub room may

       be included in the medical sterilizing room on ships with only one
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       operating room.  Scrub rooms shall be contiguous with the operating

       rooms and in close proximity to the medical apparatus room and the

       medical sterilizing room.

   2.  Doors leading into the operating rooms from the scrub rooms and scrub

       stations shall be fitted with door opening and closing devices that 

       do not require hand operation.

   3.  Provide one for every three operating rooms in PCRTS.

SURGICAL DRESSING ROOM (Note 1)
Apparatus, anesthesia, gas, portable   As specified           1

Apparatus, EKG, portable, electric     As specified           1

Apparatus, suction and pressure,       As specified           1

 surgical, electric, mobile

Bookrack                               As specified in        1

                                        this section

Cabinet, filing, type II               805‑1638844            1

Cabinet, medical with narcotics        805‑1637355            1

 locker

Cabinet and locker, type A             S3702‑860177           1

Cart, anesthesia, drug, CRES, mobile   As specified           1

Chair, examining and treatment,        As specified           1

 surgical, motorized, electric,

 deck mounted

Chair, type I, class I, style A        AA‑C‑275               1

Chair, type I, class I, style B        AA‑C‑275               1

Defibrillator, portable, electric      As specified           1

Desk, log, with drawer                 S3209‑633953           1

Dispenser, paper towel, type 445       WW‑P‑541               1

Dispenser, 

surgical detergent, foot‑              As specified           1

 operated

Illuminator, X‑ray, four section,      As specified           1

 electric, bulkhead mounted

Lantern, relay, overhead mounted       As specified in        12

 with toggle switch                     this section

                                        and Sect. 332

Light, surgical, ceiling suspension,   As specified           2

 double lighthead (mount over

 examining table)

Light, surgical, ceiling suspension,   As specified           1

 single lighthead (mount over

 motorized exam chair)

Monitor, vital signs, portable,        As specified       1 per bed

 electric

Receptacle, electric, for portable     See Sect. 320          1

 X-ray apparatus

Refrigerator, type I, style 1, size    See Sects. 436         1

 10 with high and low temperature         and 516

 and loss of power alarm, remote 

 and local (34(F‑44(F)

Scale, person weighing, portable       As specified           1

Sink, surgeon scrub, CRES, knee        As specified           1

 operated with bucket fill tap

Stand, surgical instrument, Mayo,      As specified           2

 mobile

Sterilizer, surgical instrument and    As specified           1

 dressing, countertop, electric

Stool, revolving, surgical             AA‑S‑696               3

Table, examining and treatment,        As specified           1

 steel enamel, cabinet type

 (note 2)
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Table, surgical instrument dressing,   As specified           1

 CRES, mobile

X‑ray apparatus, mobile, 50 mA,        As specified           1

 electric, 35 amp

Notes:
   1.  Required for ships with 500 or more accommodations.  This space shall

       be convertible to an operating room.

   2.  On ships with women assigned, examining table shall be equipped for

       gynecological exams.

WARD, BASIC (Note 1 and 2)
Berth, hospital, with ladder           805‑1641006         As reqd

Cabinet, medical, with narcotics       805‑1637355            1

 locker (note 3)

Call system, patient (note 3)          See Sect. 437     1 per berth

Chair, type I, class 1 (note 3)        AA‑C‑275               1

Curtain, privacy, overhead, track      MIL-C-24500         As reqd

 mounted (note 4)

Desk, flat top, single pedestal        S3209‑631136           1

 (note 3)

Locker, clothes, type D                805‑1626365       1 per berth

Locker, food tray (note 3)             As specified           1

Locker, hospital berth                 805‑2224397       1 per berth

Rack, clinical chart, 10 unit size     805‑2217404         As reqd

 (note 3)

Refrigerator/freezer, type III,        See Sects. 436         1

 style I, size 15 (note 3)              and 516

Strap, folding, berth                  MIL‑S‑2734        2 for each

                                                          folding berth

Tray, food, invalid                    S3701‑921632      1 per berth

Notes:
   1.  Required on non-CRTS without a medical officer (nor augmentation

       requirement).

   2.  A ward WR, WC, and SH shall be provided immediately adjacent to the

       ward.

   3.  Provide only if four or more berths, or if ward is located in space

       physically separate from the medical treatment room.

   4.  On ships with women assigned, a privacy curtain shall be provided

       around each bed and berth, up to 50 percent of the total ward berths.

WARD, INTENSIVE CARE (Notes 1 and 2)
Bed, surgical, 2 crank                 As specified      50 percent

Bed, surgical, 2 crank, with           As specified      50 percent

 orthopedic frame

Cabinet, bedside                       As specified      1 each bed

Cabinet, medical, with narcotics       805‑1637355            1

 locker (note 3)

Call system, patient                   See Sect. 437     1 each bed

Chair, rotary, mobile (note 3)         AA‑C‑275               2

Curtain, privacy, overhead track       MIL-C-24500       1 each bed

 mounted

Defibrillator, portable, electric      As specified      1 per 10 beds

Desk, log, drawer type (note 3)        3209‑633953            1

Dispenser, paper towel, type 445       WW‑P‑541          1 per sink

 (note 3)

Dispenser, surgical detergent, foot‑   As specified      1 per sink

 operated (note 3)

Illuminator, X‑ray film, single unit   GG‑I‑446          1 per 2 beds

                                        Table I
‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑

      Item                             Drawing or
                                       Spec. No.             Qty
‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑
Lantern, relay with toggle switch,     See Sect. 332     1 per bed

 overhead mounted over the foot

 of each bed, light beam directed

 at head of the bed

Locker, hospital berth                 805‑2224397       1 per bed

Monitor, patient with bed mounting     As specified      1 per bed

 bracket

Rack, clinical chart, 10 unit size     805‑2217404       1 per 10 beds

 (note 3)

Receptacle, electric, for portable     See Sect. 320     1 per 10 beds

 X-ray apparatus

Respirator, mobile, electric           As specified      1 per 6 beds

Sink, surgical scrub, CRES, knee‑      As specified      1 per 10 beds

 operated (note 3)

Tray, food, invalid                    S3701‑921632      1 per bed

Note:
   1.  Required on CV, CVN, and PCRTS.

   2.  A ward WR, WC, and SH shall be provided immediately adjacent to the

       intensive care ward.

   3.  Items are required only if located in a space physically separate 

       from the primary ward.

WARD, PRIMARY (Note 1)
Bed, surgical, 2‑crank (note 2)        As specified      1 each OR

Bed, surgical, 2‑crank, with           As specified      1 each OR

 orthopedic frame (note 2)

Berth, hospital                        805‑1641006         As reqd

Bookrack                               As specified in        1

                                        this section

Cabinet, medical with narcotics        805‑1637355       1 per ward

 locker

Chair, type I, class 1, style A        AA‑C‑275               1

Curtain, privacy, overhead track       MIL-C-24500       50 percent of

 mounted                                                beds and berths

Defibrillator, portable, electric      As specified           1

 (note 3)

Desk, flat top, single pedestal        805‑921997             1

Locker, clothes, type D                805‑1626365       1 per bed

                                                          and berth

Locker, food tray                      As specified           1

Locker, linen (note 4)                 805‑162991        1 each ward

Locker, medical utility (note 5)       S3702‑420713      1 each ward

Machine, ice‑making, 150 lbs per       See Sect. 516          1

 day capacity (note 6)

Monitor, vital signs, portable,        As specified      1 per OR bed

 electric (note 7)

Rack, clinical chart holder, 10        805‑2217404       1 per 10

 unit size                                                berths

Receptacle, electric, for portable      See Sect. 320         1

 X-ray apparatus

Refrigerator/freezer, type III,        See Sect. 436          1

 size 10, style I, with high and low       and 516 

 temperature and loss of power alarm,

 local and remote (34(F - 44(F)

Respirator, mobile, intermittent       As specified           1

 positive pressure, electric (note 7)

Sterilizer, portable, countertop,      As specified           1

 electric, with CRES shelf

Tray, food, invalid                    S3701‑921632      1 per berth for  

                                                       50 percent of berths

                                        Table I
‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑

      Item                             Drawing or
                                       Spec. No.             Qty
‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑
Unit, supplemental feeding, with       As specified           1

 refrigerator                           and Sect. 516

X‑ray apparatus, mobile 50 mA,         As specified           1

 electric (note 8)

Notes:
   1.  A ward WR, WC, and SH shall be provided immediately adjacent to the

       primary ward.

   2.  Required on ships with operating rooms.  Number of adjustable 

       hospital berths may be reduced one for one.

   3.  On ships with medical officer only.

   4.  Required if a separate linen locker is not provided.

   5.  Required if a medical utility room is not provided.

   6.  Required on CV, CVN, and CRTS.

   7.  Required if intensive care beds are not provided.

   8.  Required if a separate X-ray room is not provided.

652g.  Dental space equipment requirements.
   Ships with 700 or more accommodations require dental departments.  One 

general dental operating room shall be provided for every 700 

accommodations.

The dental space requirements to support one dental officer shall not be 

less than one general dental operating room, one oral hygiene/X-ray dental 

operating room, a dental sterilization room, and a dental apparatus room.

   One H size oxygen cylinder, RR-C-901/3, with deck mounted stowage bracket,

shall be installed in the dental operating room (oral surgery).  One D size

oxygen cylinder, RR-C-901/3, with bulkhead mounted stowage bracket, shall be

installed in all other dental operating rooms.

   Dental space equipment shall be provided in accordance with Table II.

                                Table II
‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑---
      Item                             Drawing or
                                       Spec. No.             Qty
‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑---
DENTAL APPARATUS ROOM (Note 1)
Central evacuation system,             As specified        As reqd

 suction (consists of turbine

 vacuum pump, floating

 stand, magnetic starter,

 collection tank) (210V, 60Hz,

 3‑phase)

Compressed air system, with            As specified        As reqd

 dehydrator (110V, 60Hz, 16A,

 single phase)

Notes:
   1.  Required on ships with one or more dental general operating rooms.

DENTAL CERAMIC LABORATORY (Note 1)
Engine, dental, bench‑mounted,         As specified           1

 electric

Furnace, dental, laboratory,           W‑F‑779                1

 large, automatic, portable,

 electric

Furnace, porcelain, vacuum,            As specified           1

 portable, electric

Pump, vacuum, portable, electric       As specified           1

Shelf, CRES, to accommodate            As specified           1

 furnaces

                                Table II
‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑---
      Item                             Drawing or
                                       Spec. No.             Qty
‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑---
Stool, posture type, mobile            As specified           1

Workbench, prosthetic unit,            As specified           1

 (consists of 3 cabinets), with

 dust collection unit, 3‑way

 fluorescent‑incandescent

 laboratory bench lamp, deck

 mounted, electric

Note:
   1.  Required on AD, AS, CV, and CVN.

DENTAL OPERATING ROOM (GENERAL) (Note 1)
Amalgamator, portable, electric        As specified           1

Bookrack                               As specified in        1

                                        this section

Cabinet, stowage, bulkhead             As specified           3

 mounted

Cabinet assembly, assistant's,         As specified           1

 mobile

Cabinet assembly, dentist's,           As specified           1

 mobile

Cabinet, writing surface               As specified           1

Counter, with cabinet assembly         As specified           1

 under, sink, and waste drop

 built in, 65 x 17 x 37 inches

Counter, with cabinet assembly         As specified           1

 under, sink, and waste drop

 built in, 103 x 17 x 37 inches

Dental delivery system, deck           As specified           1

 mounted, consisting of: dental

 operating chair, chair mounted

 operating light, chair mounted

 operating unit with ultrasonic

 prophylaxis unit, and utility

 center, electric

Dispenser, 4 ounce paper cup           As specified           1

Dispenser, paper towel, type 445       WW‑P‑541               1

Dispenser, surgical detergent,         As specified           1

 foot‑operated

Mirror                                 805-2253852            1

Stool, operating, assistant's,         As specified           1

 mobile

Stool, operating, dentist's            As specified           1

 mobile

Suction apparatus, dental,             As specified           1

 mobile, electric

Viewer, dental X‑ray film,             As specified           1

 electric

Note:
   1.  Dental operating rooms shall be provided with a central evacuation

       system.

DENTAL OPERATING ROOM (ORAL HYGIENE/X‑RAY) (Notes 1, 2, and 3)
Amalgamator, portable, electric        As specified           1

Bookrack                               As specified in        1

                                        this section

Cabinet, stowage, bulkhead             As specified           1

 mounted

Cabinet, writing surface               As specified           1

                                Table II
‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑---
      Item                             Drawing or
                                       Spec. No.             Qty
‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑---
Counter, with cabinet assembly         As specified           1

 under, sink, and waste drop

 built in, 65 x 17 x 37 inches

Counter, with cabinet assembly         As specified           1

 under, sink, and waste drop

 built in, 103 x 17 x 37 inches

Dental delivery system, deck           As specified           1

 mounted, consisting of: dental

 operating chair, chair mounted

 operating light, chair mounted

 operating unit, with ultrasonic

 prophylaxis unit, and utility

 center, electric

Dispenser, paper towel, type 445       WW‑P‑541               1

Dispenser, surgical detergent,         As specified           1

 foot‑operated

Mirror                                 805-2253852            1

Processor, dental X‑ray film           As specified           1

 (periapical, bite‑wing),

 countertop, electric, with

 daylight film loader

Stool, operating, assistant's,         As specified           1

 mobile

Stool, operating, dentist's,           As specified           1

 mobile

Viewer, dental X‑ray film,             As specified           1

 electric

X‑ray unit, dental, bulkhead           MIL‑X‑36386            1

 mounted, 15mA/90 KVP, electric

 (Note 2)

Notes:
   1.  Required on ships with a single dental general operating room.

   2.  Required on ships not having a separate X‑ray exposure room.

   3.  Dental operating rooms shall be provided with a central evacuation

       system.

DENTAL OPERATING ROOM (ORAL SURGERY) (Notes 1 and 2)
Cabinet, storage, bulkhead             As specified           4

 mounted

Counter, with cabinet assembly         As specified           1

 under, sink, waste drop built

 in, 65 x 17 x 37 inches

Counter, with cabinet assembly         As specified           1

 under, sink, waste drop built

 in, 103 x 17 x 37 inches

Defibrillator, portable, electric      As specified           1

Dispenser, surgical detergent,         As specified           1

 foot‑operated

Illuminator, X‑ray film,               As specified           2

 variable intensity, bulkhead

 mounted (110V, 60Hz)

Light, surgical, ceiling               As specified           2

 suspension, double lighthead

Sink, surgeon scrub, knee              As specified           1

 operated water control

Stand, surgical instrument, Mayo,      AA‑T‑55                1

 mobile, secured to bulkhead

 by padeyes and lashing

Stool, operating, assistant's,         As specified           1

 mobile

                                Table II
‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑---
      Item                             Drawing or
                                       Spec. No.             Qty
‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑---
Stool, operating, dentist's,           As specified           1

 mobile

Suction apparatus, dental,             GG‑S‑795               1

 mobile, electric

Table, oral surgery, deck              As specified           1

 mounted, electric

Table, surgical instrument and         As specified           1

 surgical dressing, mobile

Notes:
   1.  Required on ships with more than three dental operating rooms, and

       PCRTS.

   2.  Dental operating rooms shall be provided with a central evacuation

       system.

DENTAL OPERATING ROOM (PROSTHETICS) (Notes 1 and 2)
Amalgamator, portable, electric        As specified           1

Bench light, 3‑way                     As specified           1

Bookrack                               As specified in        1

                                        this section

Cabinet, assembly, prosthetic          As specified           1

 workbench

Cabinet, stowage, bulkhead             As specified           1

 mounted

Counter, with cabinet assembly         As specified           1

 under, sink, 

waste drop

 built in, 65 x 17 x 37 inches

Counter, with cabinet assembly         As specified           1

 under, sink, waste drop

 built in, 103 x 17 x 37 inches

Dental delivery system, deck           As specified           1

 mounted, consisting of: dental

 operating chair, chair mounted

 operating light, chair mounted

 operating unit with ultrasonic

 prophylaxis unit, and utility

 center, electric

Dispenser, paper towel, type 445       WW‑P‑541               1

Dispenser, surgical detergent,         As specified           1

 foot‑operated

Engine, dental, bench mounted,         As specified           1

 electric

Heater, compound, portable,            As specified           1

 electric

Machine, grinding and polishing,       OO‑G‑682               1

 bench mounted, electric

Mirror                                 805-2253852            1

Stool, operating, assistant's,         As specified           1

 mobile

Stool, operating, dentist's,           As specified           1

 mobile

Viewer, dental X‑ray film,             As specified           1

 electric

Notes:
   1.  Required on ships having a dental prosthetics laboratory

       and shall be located adjacent to the prosthetics laboratory.

   2.  Dental operating rooms shall be provided with a central evacuation

       system.

                                Table II
‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑---
      Item                             Drawing or
                                       Spec. No.             Qty
‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑---
DENTAL PROSTHETICS LABORATORY (Note 1)
Bath, water, dental impression,        GG‑B‑140               1

 portable, electric

Bench, dental prosthetic unit          S3701‑860169           1

 3496

Bench, dental prosthetic unit          S3701‑860169           1

 3498

Bench light, three‑way                 As specified           1

Boilout unit with wax trap             As specified           1

Cabinet, prosthetic, bulkhead          MIL‑C‑20709            2

 mounted

Cabinet, storage, bulkhead             MIL‑C‑20709            1

 mounted

Canopy hood over dental furnaces       S3701‑860169           1

Casting machine, dental metals,        GG‑C‑1320              1

 electric

Chair, rotary posture, mobile          As specified           2

Clamp and ejector, denture             As specified           1

 flask

Counter, with cabinet assembly         MIL‑C‑20709            1

 under, sink

Denture curing unit, two stage,        GG‑C‑860               1

 electric

Dispenser, paper towel, type 445       WW-P-541               1

Dispenser, soap, type III              FF-D-396               1

Engine, dental, bench mounted,         As specified           1

 electric

Furnace, dental laboratory,            W‑F‑779                1

large, 

electric

Machine, grinding and polishing,       OO‑G‑682               1

 bench mounted, electric

Machine, grinding and polishing,       OO‑G‑682               1

 with dust collector, electric

Mixer‑investor, dental vacuum,         As specified           1

 bulkhead mounted, electric

Plaster bin, bulkhead mounted          As specified           1

Plaster chute                          As specified           1

Plaster sink, with trap                As specified           1

Refrigerator, countertop, type I,      See Sect. 516          1

 style 2, size 10,  electric

Safe, locker, type 6                   S3209‑860211           1

Sand blaster, chromium‑cobalt,         As specified           1

 pressurized air, electric

Shelf for lab furnace, 36 x 14         As specified           1

 inches, with 0.5 inches coaming,

 54 inches above the deck

Tooth cabinet                          As specified           1

Trimmer, dental model, mount           GG‑T‑1368              1

 adjacent to sink, electric

Note:
   1.  On ships with more than three dental operating rooms.

DENTAL STERILIZING ROOM (Note 1)
Bag, canvas                            S3702‑917511           1

Cabinet, storage, bulkhead             MIL‑C‑20709            2

 mounted

Counter, with cabinet assembly         MIL‑C‑20709            1

 under, sink

                                Table II
‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑---
      Item                             Drawing or
                                       Spec. No.             Qty
‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑---
Dispenser, paper towel type 445        WW-P-541               1

Dispenser, surgical detergent,         As specified           1

 foot-operated

Hamper, soiled linen                   S3702‑917511           1

Sterilizer, countertop, electric,      As specified         As reqd

 10 inches diameter x 15 inches

 chamber size (note 2)

Sterilizer, steam, deck mounted,       As specified         As reqd

 16 x 16 x 26 inches chamber size,

 electric (note 3)

Notes:
   1.  Required on ships with dental capability.  Ships with three or

       less dental general operating rooms require no less than 90 square

       feet; ships with four or more dental operating rooms require no less

       than 120 square feet.  If the medical sterilizing room is contiguous

       to the dental spaces, a separate dental sterilizing is not required.

   2.  Required for three or less dental operating rooms.

   3.  Required for four or more dental operating rooms.

DENTAL TREATMENT SUPPORT LABORATORY (Note 1)
Bench, technician's, with three‑way    As specified           1

 bench light, electric

Boilout unit with wax trap             See Sect. 644          1

Cabinet, prosthetic, bulkhead          MIL‑C‑20709            1

 mounted

Cabinet, storage, bulkhead             MIL‑C‑20709            1

 mounted

Canopy hood over furnaces              S3701‑860169           2

Chair, rotary posture, mobile          As specified           1

Counter, with cabinet assembly         MIL‑C‑20709            1

 under, sink

Denture curing unit, two‑stage,        GG‑C‑860               1

 countertop model, electric

Denture flask clamp and ejector,       As specified           1

 demountable, portable

Dispenser, paper towel, type 445       WW‑P‑541               1

Dispenser, soap, type III              FF-D-396               1

Engine, dental, bench mounted,         As specified           1

 electric

Furnace, electric, glazing,            As specified           1

 portable

Furnace, electric, gold casting        As specified           1

 burnout, portable

Machine, casting, dental metals,       As specified           1

 electric

Machine, grinding and polishing,       OO‑G‑682               1

 bench‑mounted, electric

Plaster bin, bulkhead mounted          As specified           1

Plaster chute                          As specified           1

Plaster sink, with trap                See Sect. 644          1

Receptacle, waste, plaster,            As specified           1

 portable

Tooth cabinet                          As specified           1

Trimmer, dental model, mount           GG‑T‑1368              1

 adjacent to sink, electric

Note:
   1.  Required on ships without a dental prosthetic laboratory (90 square

       feet required for this space).

                                Table II
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      Item                             Drawing or
                                       Spec. No.             Qty
‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑---
DENTAL X‑RAY DARKROOM (Note 1)
Cabinet, X‑ray darkroom, types         S3702‑499944      1 each type

 B and C

Counter, with cabinet assembly         As specified           1

 under, with built in sink

Dispenser, paper towel, type 445       WW-P-541               1

Dispenser, surgical detergent, foot-   As specified           1

 operated

Illuminator, X‑ray film, bulkhead      GG‑I‑446               1

 mounted, electric

Processor, dental X‑ray film,          As specified           1

 (panoral, periapical, bite‑

 wing) automatic, daylight film

 loader, countertop model,

 electric

Safelight, darkroom, electric          GG‑S‑86                1

Viewer, dental X‑ray film,             As specified           1

 electric

Note:
   1.  Required on ships with three or more dental general operating rooms.

DENTAL X‑RAY EXPOSURE ROOM (Note 1)
Chair, dental examination, X‑ray,      As specified           1

 deck mounted

Log desk, drop leaf                    S3209‑866181           1

Safe, X‑ray 

film, dental                           AA‑S‑75                1

X‑ray unit, dental, bulkhead           MIL‑X‑36386            1

 mounted, 15 mA/90 KVP, electric

X-ray unit, dental, panoral, deck      As specified           1

 mounted, electric (note 2)

Notes:
   1.  Required on ships with three or more dental general operating rooms.

   2.  Required on AD, AS, CV, CVN, and LHD.

                            ‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑‑
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